Principles of design of burns units: report of a Working Group of the British Burn Association and Hospital Infection Society.
The overall design of burns units will depend on the required size and available finance. The Working Party has considered the optimal location and specific requirements of a unit, including dressing, operating and isolation rooms, intensive care and ancillary facilities. Various possibilities for ventilation systems in these areas have also been discussed.